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GENERAL NOTES

1. This drawing to be read in conjunction with
Engineers' drawings.

2. All dimensions are in mm unless otherwise
specified.

3. Drawings are not to be scaled . Only figured
dimensions should be used.

4. The contractor must check and verify alll
dimensions before commencement of work
and if necessary confirm with the architect.

MECHANICAL

1. All Plumbing and Drainage Work to comply
with specifications

2. S.V.P denotes soil vent pipe and to be
provided at the head of the drainage

3. Where drainage is shown under driveways
and slabs, to be encased in 150mm thick
concrete surround.

4. All underground foul and waste drain pipes
shall be of PVC to comply with BS 5255

5. All ICs within building area, driveway and
parking to have heavy duty ,double-seal airtight
covers and walls to be 200mm.

6. Minimum slope in the drain pipes to be 1%
7. No chases for pipes will be allowed in the
slabs

8. Sleeves will be allowed with written approval
from S.E.

9. No cutting of concrete without express
approval of the Architect or S .E

10. All testing of pipes must be coordinated
with electrical and any conflicts must be
resolved before works begin

11. Permanent vents denoted as P.V to be
provided as shown on plan.

ELECTRICAL

All conduits must be laid before plastering
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN
HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9. FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
RELEVANT TECHNICAL SPECIFICATIONS.
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ALL FLOOR TRAPS TO BE 200MM FROM THE CENTER OF THE FLOOR TRAP
ALL PLUMBING PIPES TO PRESSURE TESTED @ 10BAR FOR 24HRS PRIOR

TO CASTING. PIPES TO REMAIN CHARGED WITH WATER

HYDRO TEST TO BE DONE ON ALL DRAINAGE PIPES PRIOR TO CSTING

ALL BATHROOMS TO HAVE ADEQUATE SLOPE TOWARDS THE FLOOR DRAINS

ALL MECHANICAL SERVICES TO BE INSPECTED AND SIGNED OFF BY M.E
PSC TO PROVIDE THE LEAD FOREMAN'S CV FOR APPROVAL BY M.E
PLUMBER TO PROVIDE CERTIFICATE AFTER INSTALLATION
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD

DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED

WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN

HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9. FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
RELEVANT TECHNICAL SPECIFICATIONS.
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN
HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9. FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD

DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED

WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN

HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9. FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL

RELEVANT TECHNICAL SPECIFICATIONS.
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