PROPOSED CONSTRUCTION & FINANCE OF
STUDENT HOSTELS

MECHANICAL DRAWINGS PLUMBING,
DRAINAGE &FIRE FIGHTING

GENERAL NOTES

1. This drawing to be read in conjunction with
Engineers' drawings.

2. All dimensions are in mm unless otherwise
specified.

3. Drawings are not to be scaled . Only figured
dimensions should be used.

4. The contractor must check and verify alll
dimensions before commencement of work
and if necessary confirm with the architect.

MECHANICAL

1. All Plumbing and Drainage Work to comply
with specifications

2. S.V.P denotes soil vent pipe and to be
provided at the head of the drainage

3. Where drainage is shown under driveways
and slabs, to be encased in 150mm thick
concrete surround.

4. All underground foul and waste drain pipes
shall be of PVC to comply with BS 5255

5. All ICs within building area, driveway and
parking to have heavy duty ,double-seal airtight
covers and walls to be 200mm.

6. Minimum slope in the drain pipes to be 1%
7. No chases for pipes will be allowed in the
slabs

8. Sleeves will be allowed with written approval
from S.E.

9. No cutting of concrete without express
approval of the Architect or S .E

10. All testing of pipes must be coordinated
with electrical and any conflicts must be
resolved before works begin

11. Permanent vents denoted as P.V to be
provided as shown on plan.

ELECTRICAL

All conduits must be laid before plastering
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN
HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9.  FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
RELEVANT TECHNICAL SPECIFICATIONS.
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ALL FLOOR TRAPS TO BE 200MM FROM THE CENTER OF THE FLOOR TRAP
ALL PLUMBING PIPES TO PRESSURE TESTED @ 10BAR FOR 24HRS PRIOR

TO CASTING. PIPES TO REMAIN CHARGED WITH WATER

HYDRO TEST TO BE DONE ON ALL DRAINAGE PIPES PRIOR TO CSTING

ALL BATHROOMS TO HAVE ADEQUATE SLOPE TOWARDS THE FLOOR DRAINS
ALL MECHANICAL SERVICES TO BE INSPECTED AND SIGNED OFF BY M.E

PSC TO PROVIDE THE LEAD FOREMAN'S CV FOR APPROVAL BY M.E
PLUMBER TO PROVIDE CERTIFICATE AFTER INSTALLATION
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD

DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED

WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN

HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9.  FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED

BETWEEN THE ARCHITECT AND THE CONTRACTOR.

THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL

RELEVANT TECHNICAL SPECIFICATIONS.
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN
HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9.  FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
RELEVANT TECHNICAL SPECIFICATIONS.
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN
HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9.  FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
RELEVANT TECHNICAL SPECIFICATIONS.
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HYDRO TEST TO BE DONE ON ALL DRAINAGE PIPES PRIOR TO CSTING

ALL BATHROOMS TO HAVE ADEQUATE SLOPE TOWARDS THE FLOOR DRAINS
ALL MECHANICAL SERVICES TO BE INSPECTED AND SIGNED OFF BY M.E

PSC TO PROVIDE THE LEAD FOREMAN'S CV FOR APPROVAL BY M.E
PLUMBER TO PROVIDE CERTIFICATE AFTER INSTALLATION

ODRAINAGE NOTES

SYMBOL DISCRIPTION
ESCAPE DIRECTION INDICATOR
GULLY TRAP COVER
] MANHOLE COVER
GATE VALVE
SUBMERSIBLE PUMP
FLOOR TRAP
@ BALCONY OUTLET
ot WC CISTERN
ok WASH BASIN MIXER
3r SHOWER MIXER
( E) ELECTRIC GEYSER
O WATER METER
o) A FIRE EXTINGUISHER - 9L WATER
W

-
m

Ib B FIRE EXTINGUISHER - 5kg CARBON DIOXIDE
co?
% FIRE HOSE REEL
FH FIRE HYDRANT

FIA FROM ABOVE

TB TO BELOW

FB FROM BELOW

HL HIGH LEVEL
BALL VALVE

RM RISING MAIN

DLEGEND

4600 1800 3400 3400 3400 3400 3400 ﬁkiﬂ 7300 3400 3400 3400 3400 3400 1800 4600
2 0
200 6200 200, 3200 200 3200 200 3200 200 3200 200 2700 200 6300 200 arn 6600 200 3200 200 3200 200 3200 200 opn 6200 200
3 350 100 100 350
o 4800 1500 % 1900 1500 1900 1500 1900 1500 1900 1500 1950 2200 ,1000 2@ 13000 1500 1900 1500 ,1100,1000, 01500 ,800,1000, 1500 00 , 1500 ,850 1500 . 4750 o o
o - o o
= 1IN a Hooe TITIRATE B
s o [ Fire Staircase Fire AlEE -
© s oo © ©
S o 8 % Escape Lobby Y Escape =
ap) o Terrazzo fl. Finish pv E= be]
») ,,E _50@:GWS BYDs |3 < |= il 1T I by I ; — SRR R _ ,5 P D
N ) L wd | o N
5 é 200 o % % it — Py Py Py Py 0 INL % e T \ A \ i _» % s e % .u“’j é 5
/ _ 92 exoo 7777 E | 7777 E | 77 = E | 7777 E | - 77 E | L] ‘: LLLLL “t‘[::ﬁ' 77\ 1 E— f' 777 fl 777 L U UVVO _ 92
= & \@mﬁ CWS—— =2 | = 12 W 5_/ 512599\/ g/ H/ 2 '
S-17 L 8 5k - LSS 87
s 8 Po Gents Showers . 01 02 03 04 05 Fot oy Lift |- . Gents Showers § =
2; 8 T Terrazzo . Finish ad Be Q ad Be Quad ed Uad B gGI 9PRIN Il\ﬁg T/B\ [] z FOOd Sta” 01 FOOd Sta” 02 Terrazzo fl. Finish 8T g
~ g 1 (nohsiipReer, §.tile ff.) (nonsfiPcer i tile ff.) SP(noffslip cer. f]. tile ff.) (oRlip ger. f. tile ff.) (noisitb ¢4 1. tile ff.) SP v SP SP $8razdoA. Finish T&Rzzf. Finish SP % \ — g
o SH || N 1T ol of e
8 8 Q%cvivsdlsabled b - | | = | _%ﬁ DV — — % 8 8
-y LTI et LT LT L LA P S N S N SN i S O S Y S S N S STe 8 4
<~ Cq 2) ] . . 8 g \/\/ [ I \ i I I . i I | [ 16 ~] C\l ~—
g g s Fir SR Minimart 2"g g
o o WO sP > A Hal 0D © ON
> N T T Door 400 sp[® a0l s Ball s~ 8ol sp(* 1ood A 8 é 1000 p |~ 8ol 800 4p 8O0 sp torarn) 1. Fiish 8O0 sp Ballsp|™ 320 a0 sp 40 gp T T N i
Q e i | ! | ) | v 3:’1 ] il ‘ — w
@ &8 reAnl j 680 CWS P/D}| R E v ‘ I m ] 1| p30 WS PO T i 3
AN | |
f
‘T I n -’ Kj ‘ ~ SP‘ ‘ SP‘ : ‘ - plv . — pocw
= J 01 5502 Shop 01 Ship 02 5P | o //k v 5P sP Ly sP sP il ST_aundromat S
gl? 8 G t L Study Room Study Room Terrazzo fl. Finish Terrazzo fl. Finish Caretaker S reronzo . i @G C g
8 e.n S (nonslip cer. f. tile ff.) (nonslip cer. fl. tile ff.) Offl C e LObby % 83)
% TOIletS Terrazzo fl. Finish femazzo . Finish p-v @ 400 CWS
<t Terrazzo fl. Finish
2 Fos) 400 CWS ‘ = = = = Vs i p.v ik p.v T p.v o 2
g 7 ] Q ‘ I p.v p.v p.v p.v p.v o i 7 I 8
T f i N >~ S
@ S pv ﬂ}ge ygry S @
N P N
~ | Ei 550 550 \n: 2 400
200 2100 2100 1400 800,850, 1500 1900 1500 , 1500 2400 950 2400 1450 , 1500 /105 1500 2200 1500 1050, 1500 1900 1500 ,1050,, 2400 1200 2400 1050, 1500 850,800, 140 1900 2300 200
200 4000 200 2000 200 3200 200 3200 200 3200 200 3200 200 3200 200 7100 200 6600 200 6600 200 3200 200 2000 200 4000 200
4300 5500 3400 3400 3400 3400 7300 © 3400 3400 3400 3400 3400 1800 4600
54300 A

<

@ @ @ @ @ @ @ E-60 A @ @ @ @ @ @ @ @

GROUND FLOOR PLAN - 720SQM
Scale 1:100

CLIENT:
Nafa  STATE DEPARTMENT FOR
\M HOUSING AND URBAN
 @fe  DEVELOPMENT
ARCHITECT:
STRUCTURAL:

QUANTITY SURVEYOR:

SITE:
GENERIC G+7 FULL FLOOR PLAN:LINEAR
DESIGN

TITLE:
GROUND FLOOR PLUMBING &
FIREFIGHTING LAYOUT

SCALE : DATE: DRAWN: CHECKED:

NOT TO SCALE

PROJECT NO: DRAWING NO: REVISION:



AutoCAD SHX Text
12

AutoCAD SHX Text
9

AutoCAD SHX Text
15

AutoCAD SHX Text
6

AutoCAD SHX Text
21

AutoCAD SHX Text
0

AutoCAD SHX Text
18

AutoCAD SHX Text
3

AutoCAD SHX Text
Notes:

AutoCAD SHX Text
REVISION:

AutoCAD SHX Text
PROJECT NO:

AutoCAD SHX Text
DRAWING NO:

AutoCAD SHX Text
DRAWN:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
CHECKED:

AutoCAD SHX Text
TITLE:

AutoCAD SHX Text
SCALE :

AutoCAD SHX Text
STRUCTURAL:

AutoCAD SHX Text
SITE:

AutoCAD SHX Text
QUANTITY SURVEYOR:

AutoCAD SHX Text
ARCHITECT:

AutoCAD SHX Text
CLIENT:


Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.
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Notes:

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY
DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN
HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR
SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

9.  FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED
BETWEEN THE ARCHITECT AND THE CONTRACTOR.

10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
RELEVANT TECHNICAL SPECIFICATIONS.

COLOUR
==l

DISCRIPTION

=
==

<DPFFD INSTALLATION COLOURS

ALL FLOOR TRAPS TO BE 200MM FROM THE CENTER OF THE FLOOR TRAP
ALL PLUMBING PIPES TO PRESSURE TESTED @ 10BAR FOR 24HRS PRIOR

TO CASTING. PIPES TO REMAIN CHARGED WITH WATER

HYDRO TEST TO BE DONE ON ALL DRAINAGE PIPES PRIOR TO CSTING

ALL BATHROOMS TO HAVE ADEQUATE SLOPE TOWARDS THE FLOOR DRAINS
ALL MECHANICAL SERVICES TO BE INSPECTED AND SIGNED OFF BY M.E

PSC TO PROVIDE THE LEAD FOREMAN'S CV FOR APPROVAL BY M.E
PLUMBER TO PROVIDE CERTIFICATE AFTER INSTALLATION

ODRAINAGE NOTES

SYMBOL DISCRIPTION
ESCAPE DIRECTION INDICATOR
GULLY TRAP COVER
MANHOLE COVER
GATE VALVE
SUBMERSIBLE PUMP
FLOOR TRAP
@ BALCONY OUTLET
[ ] WC CISTERN
ok WASH BASIN MIXER
3r SHOWER MIXER
® ELECTRIC GEYSER
O WATER METER
o) A FIRE EXTINGUISHER - 9L WATER
" FE
Ol FIRE EXTINGUISHER - 5kg CARBON DIOXIDE
% FIRE HOSE REEL
FH FIRE HYDRANT
FIA FROM ABOVE
T8 T0 BELOW
FIB FROM BELOW
HL HIGH LEVEL
BALL VALVE
RM RISING MAIN
€DLEGEND
CLIENT:
STATE DEPARTMENT FOR
HOUSING AND URBAN

DEVELOPMENT

ARCHITECT:

STRUCTURAL:

QUANTITY SURVEYOR:

SITE:
GENERIC G+7 FULL FLOOR PLAN:LINEAR
DESIGN
e WATER TANK LAYOUT
SCALE : DATE: DRAWN: CHECKED:
NOT TO SCALE
PROJECT NO: DRAWING NO: REVISION:



AutoCAD SHX Text
Notes:

AutoCAD SHX Text
REVISION:

AutoCAD SHX Text
PROJECT NO:

AutoCAD SHX Text
DRAWING NO:

AutoCAD SHX Text
DRAWN:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
CHECKED:

AutoCAD SHX Text
TITLE:

AutoCAD SHX Text
SCALE :

AutoCAD SHX Text
STRUCTURAL:

AutoCAD SHX Text
SITE:

AutoCAD SHX Text
QUANTITY SURVEYOR:

AutoCAD SHX Text
ARCHITECT:

AutoCAD SHX Text
CLIENT:


1NO. ELEVATED GRP

O DD DK
DO DD DK
DX PP apee
XX%%%H

AIR RELEASE

(VALVE

~ ROOF TERRACE

LEVEL

Y

Notes:

3. DIMENSIONS GOVERN ON ALL DRAWINGS AND DETAILS. SHOULD ANY

4. UNLESS OTHERWISE STATED ALL DIMENSIONS ARE IN MILLIMETERS.

8. THIS DRAWING SHOWS THE DESIGN INTEND ONLY. THE CONTRACTOR

9. FINAL ACCESS AND SETTING OUT OF SERVICES SHALL BE AGREED

1. THIS DRAWING IS TO BE READ WITH ALL OTHER DISCIPLINES,
DRAWINGS, SCHEDULES AND SPECIFICATIONS,LEGEND AND STANDARD
DETAILS.

2. THIS DRAWING IS A COPYRIGHT AND SHALL NOT BE REPRODUCED
WITHOUT PERMISSION.

DISCREPANCIES BE FOUND WITH THIS DRAWING AND ANY ASSOCIATED
DRAWINGS, OR SPECIFICATIONS THIS SHOULD BE BROUGHT TO TO THE
ATTENTION OF M&E BUILDING SERVICES CONSULTANT IMMEDIATELY.

5. DO NOT SCALE FROM THIS DRAWING.

6. DIMENSIONS TO BE CHECKED ON SITE BEFORE ANY WORKS IS PUT IN
HAND OR PREFABRICATED.

7. THIS DRAWING SHOULD BE USED FOR THE SPECIFIC SERVICES INTENDEID.

SHALL BE RESPONSIBLE FOR FULL CO-ORDINATION OF THE SERVICES
INDICATED ON THIS AND ALL OTHER SERVICES DRAWINGS.

BETWEEN THE ARCHITECT AND THE CONTRACTOR.
10. THE PROJECT NOTES ARE TO BE READ IN CONJUNCTION WITH ALL
RELEVANT TECHNICAL SPECIFICATIONS.

750 CWS

500 FHR

r?TH FLOOR

750 CWS

Y

—6TH FLOOR

!

630 CWS

—5TH FLOOR

Y

COLOUR DISCRIPTION
=l

=
==

<DPFFD INSTALLATION COLOURS

ALL FLOOR TRAPS TO BE 200MM FROM THE CENTER OF THE FLOOR TRAP
ALL PLUMBING PIPES TO PRESSURE TESTED @ 10BAR FOR 24HRS PRIOR
TO CASTING. PIPES TO REMAIN CHARGED WITH WATER

HYDRO TEST TO BE DONE ON ALL DRAINAGE PIPES PRIOR TO CSTING

ALL BATHROOMS TO HAVE ADEQUATE SLOPE TOWARDS THE FLOOR DRAINS
ALL MECHANICAL SERVICES TO BE INSPECTED AND SIGNED OFF BY M.E

PSC TO PROVIDE THE LEAD FOREMAN'S CV FOR APPROVAL BY M.E
PLUMBER TO PROVIDE CERTIFICATE AFTER INSTALLATION

ODRAINAGE NOTES

SYMBOL DISCRIPTION
ESCAPE DIRECTION INDICATOR
GULLY TRAP COVER

MANHOLE COVER

GATE VALVE

SUBMERSIBLE PUMP

FLOOR TRAP

BALCONY OUTLET

WC CISTERN

WASH BASIN MIXER

SHOWER MIXER

ELECTRIC GEYSER

WATER METER

s
o

i

FIRE EXTINGUISHER - 9L WATER

%3 O\@a}g.‘

-
m

&

FIRE EXTINGUISHER - 5kg CARBON DIOXIDE

FIRE HOSE REEL

FIRE HYDRANT
FROM ABOVE
TO BELOW
FROM BELOW
HIGH LEVEL
BALL VALVE
RM RISING MAIN

DLEGEND

x| |2|

Fle|e|®
-
E

630 CWS

—4TH FLOOR

Y

500 CWS
504 RISING MAIN

@EV

o

—3RD FLOOR

Y

Q

500 CWS

500 FHR

il

—2ND FLOOR

Y

CLIENT:
STATE DEPARTMENT FOR

HOUSING AND URBAN
DEVELOPMENT

500 CWS
504 RISING MAIN

Y

INCOMING 509

RISING MAIN——
PRESSURIZED

E@

—1ST FLOOR

Y

ARCHITECT:

S

500 FHR

Y

STRUCTURAL:

QUANTITY SURVEYOR:

—GROUND FLOOR

SITE:
GENERIC G+7 FULL FLOOR PLAN:LINEAR
DESIGN
TITLE:
ROOF TERRACE FLOOR PLUMBING &
FIREFIGHTING SCHEMATICS LAYOUT
SCALE : DATE: DRAWN: CHECKED:
NOT TO SCALE

PROJECT NO: DRAWING NO: REVISION:



AutoCAD SHX Text
Notes:

AutoCAD SHX Text
REVISION:

AutoCAD SHX Text
PROJECT NO:

AutoCAD SHX Text
DRAWING NO:

AutoCAD SHX Text
DRAWN:

AutoCAD SHX Text
DATE:

AutoCAD SHX Text
CHECKED:

AutoCAD SHX Text
TITLE:

AutoCAD SHX Text
SCALE :

AutoCAD SHX Text
STRUCTURAL:

AutoCAD SHX Text
SITE:

AutoCAD SHX Text
QUANTITY SURVEYOR:

AutoCAD SHX Text
ARCHITECT:

AutoCAD SHX Text
CLIENT:


SANITARY WARE DETAILS
BACK TO WALL WC

FIRE EXTINGUISHER, LANDING
VALVE & HOSE REEL DETAILS

ANGLE VALVE

T ~ COLOUR DISCRIPTION
G N =
P <
NS

=
==

<DPFFD INSTALLATION COLOURS

ALL FLOOR TRAPS TO BE 200MM FROM THE CENTER OF THE FLOOR TRAP
ALL PLUMBING PIPES TO PRESSURE TESTED @ 10BAR FOR 24HRS PRIOR

TO CASTING. PIPES TO REMAIN CHARGED WITH WATER

HYDRO TEST TO BE DONE ON ALL DRAINAGE PIPES PRIOR TO CSTING

I ALL BATHROOMS TO HAVE ADEQUATE SLOPE TOWARDS THE FLOOR DRAINS
‘ GV ALL MECHANICAL SERVICES TO BE INSPECTED AND SIGNED OFF BY M.E

RRNRRRRRRRRREEESN

NN

||

KITCHEN SINK E‘p
@DRAINAGE NOTES

! PSC TO PROVIDE THE LEAD FOREMAN'S CV FOR APPROVAL BY M.E
PLUMBER TO PROVIDE CERTIFICATE AFTER INSTALLATION
p—

SYMBOL DISCRIPTION

\/A
COLDWATERSUPPLY

s
o

ESCAPE DIRECTION INDICATOR

150 ANGLE VALVE——

g

MANHOLE COVER

GATE VALVE

SUBMERSIBLE PUMP

FLOOR TRAP

BALCONY OUTLET

SINGLE LEVER MIXER TAP — l

WC CISTERN

WASH BASIN MIXER

LN GULLY TRAP COVER
I

M.
A

2

N
N

SHOWER MIXER

/650 /

ELECTRIC GEYSER

WATER METER

FIRE EXTINGUISHER - 9L WATER

-
m

FIRE EXTINGUISHER - 5kg CARBON DIOXIDE

FIRE HOSE REEL

-
x

FIRE HYDRANT

FROM ABOVE

320 BQTTLE TRAP EE%] mﬂ/ 18)0

TO BELOW

= sasﬁé%az %EO\@E}Q.‘

i 4
900 /%

FROM BELOW

HIGH LEVEL

BALL VALVE

400 DRAINAGE PIPE 7 350
|

RM RISING MAIN

DLEGEND

FFL 195

- FFL =
















